/ o [ t | o o | t | K | | o n | t | r o | L c o m | t | r \
R 520
S 520
T 520
L (KUM) 21
1
-5 ]
2
11315
el IR
SH203-(32 |2 |+ |6
o~ <o
[ 2
|
o~ <o
y = &
T 2
|
o~ <o
% = &
Il —
I &
|
N 521
PE 520
L O PO P ,—.—.,,,,—————————————————————————— l
| o= | |
| X0 |
| L o ., ., ——,——,———,——,—_—,—,——,————————————, |
x|Vl E
Sayfa Adi. ANA BESLEME Pano no.: 190422 Init.: Rev.: Sheet:
otomatilslsontrol.com.tr MERDIVEN BASINCLANDIRMA
Pano Adi.: Tarih : Draving By: TEKNIK Total sheets: |Next sheet:
& BASINCLANDIRMA FAN KONTROLU 22.4.2019 2 y




/ o [ t | o | m | @ | t | i | K | K | o n | t | r o | L | c o m | t | r

17 R R 17 L {(KUM) L (KUM
17 > S
17 T
<
1135 R
ol 1] m 3
SIGORTA I/ I/
EH203-C20 |2 [+ |6
R3O\ R4 STOP BUTONU TEST
2.4 25 ANAHTARLI BUTONU
YETKI SEVIVELI g O
g ) ___
S| S| 5|8 o o = o @ ¥ v e SIS N STop -7 _P1J_=1_/é _____ ¢
I CI T I ™ I ™ I ™ I ™ o W“W‘%I °| °|7
EEX R S S S R S 8 w
—FC1 x il
7.5 KW Slu AL Eb P
ALS310 it [2]2 FREIPED o
1701 250V ACY 30V DC |
I = 2 R1 2 \ Rt \ovNe1 [/
DRIVE Analog 10 ETA-435)
U Y2 W2 PE f g s s s B U BB 1r/ jg —YNG1 7 —R3 23 2.3 23 23 23
© ¢ 0 QP P o ix oo Qo PouPe $o P P Diowo 23 24
D> =|a N N N N ~ -
b = = = X1 X1 X1
-R2 [ ] -wet [ |-R3 [ ] Rt [ ] -1 () -1 X) -1
g 9 g o X2 X2 X2
17 PE PE 7 N
[t Bl I T T T T I I R D e e I
| — | & ~|m n| © © e ¢ a4 |
|-X1 -X2 -X2 -X2 X27970 X2 9o ¢ X2 97 ¢ |
[ I I I L I
U |V [w |PE
L~ NO [ NC _NO | NC NO | NC NO | NC NO | NC
M 2.7 2.7 ?77 25 '
3~ _A2 A2 . . . . B
+ - Y + =Y «Q _ =
—VANT1 %% =2 g%
VANTILATOR FANI = 22 =
75 KW gz = 5 £3
<= << <0 <>
P Pwi >< PN=1
BASINC SENSORU BASINC SENSORU
ONUNCLLKAT YIDWI KAT
Sayfa Adi. BASINCLANDIRMA FANI 7,5KW Pano no.: 190422 Init.: Rev.: Sheet:
otomatilslsontrol.com.tr MERDIVEN BASINCLANDIRMA
Pano Adi.: Tarih : Draving By: TEKNIK Total sheets: |Next sheet:
& BASINCLANDIRMA FAN KONTROLU 22.4.2019 2




